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Box 445

Postville, Iowa 52162 Chuck Englebert, Plant Manager

M= :tgpecity Investigation Purpoee Or Cite Rule) George Stunyo, Envir. Programs

azardous Waste Inspection Hal Fenger, Former Plant Manager
IAD-073489288

Polk Burleson, Supt., Engrg. & Maintenance

OBSERVATIONS/RECOMMENDATIONS

Norplex Division's plant in Postville, Iowa, is in the business of manufacturing industrial
thermosetting plastic laminates. Raw products are mixed and run through heat treaters
resulting in a product which is then sanded and cut to finished size. Most of the waste
material generated by this process comes off of the head end of the heat treaters where
the raw products are first mixed. When enough waste material has collected in the mixing
vessels, the wastes are pumped into 55-gallon drums and then stored outside the plant in

a hazardous waste storage area.

uring this inspection, I examined the facility's hazardous waste management and contin-
gency plan. Some deficiencies were found in the plan covering Waste Analysis, Security,
and Inspection. These three areas were being covered by the facility; however, sufficient
documentation of how they were handled was not on hand. After discussing these three areas
with Mr. Englebert and Mr. Stunyo, management plans were written up to cover them and
placed in the management plan book before the inspection was completed. No other defi-
ciencies were noted with the plans.

During inspection of the hazardous waste storage area, only one problem was noted. This
area lacks a dike or berm to contain spilled materials. This problem was discussed with
Vr. Englebert and Mr. Stunyo at the site, and it was decided that a dike capable of con-
training 10% of the maximum volume that can possibly be stored in this area will be built
as soon as possible. Mr. Englebert agreed to notify me in writing when this job is
completed. No other deficiencies were noted during this inspection.

| T would like to thank Mr. Englebert and Mr. Stunyo for their cooperation during this
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Company Name Norplex Division Date of InspectionJuly 29, 1981

DRAFT
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HAZARDOUS WASTE MANAGEMENT FACILITY
Genera! Adminlstratlive Requlrements
Site Inspectlon Report

Instruction Answer
and Explaln as
Necessary

Waste Analysls (265.13)
a. Waste Analyslis Plan

Adequafel X ’ Inadequate E[
b. Waste Analysls Results (operating record)
Adequa'fel X| Inadequate

2.

Securlty (265.14) 11f appllcable]
a. Access Control

Adequate . Inadequate C[

b. Warning Slans
Adequate . Inadequate C[

3.

Inspectlon (265,15)
a. !nspection Schedule

Adequafelxl Inadequafel |

be Inspectlon Log (operating record)
Adequafel g lnadequafer__[

4,

Personne! Tralning (265.16)
a, Pos!tlon Descriptions

Adequate [_X!_ Inadequate E[

b. Tralnlng Records

Adequa‘rel X| Inadequa‘reg

5.

Preparedness and Preventlon Plan (265.30)

a. Malntenance and Operatlon of Faclllty (265.31)
l\dequa‘reLﬁl_ Inadequafel_]_

b. Requlred Equlpment (265,32)
Adequafel__xl_ Inadequate

c. Testing and Malntenance of Equl!pment (265.33)
Adequafel_xl_ Inadequate

d. Access to Communlcatlons or Alarm Systems (265.34)
Adequafel_ﬂ_ Inadequate

e. Requlred Alsle Space (265.35)
Adequafe[_l(l_ Inadequafe[__l_

f. Arrangements wlth Local Authorltles (265.37)
Adequafelﬂ_ Inadequafel___[_

6.

Emergency Procedures (265,56)
a., Contlngency Plan (265.52)
Adequafeli_l_ Inadequate
b. Instruction on Cont!ngency Plan (tralning records)

Adequate IX I I nadequate
¢. Summary and Detalls of lmplementatlon of Contlngency Plan

Adequate [l!_ Inadequate l__l_

7.

Waste Accountablllty
a. Manlfests - H¥ Recelved & Shipped (276.71 & 262.23)

Adequafe!X' Inadequafe] !

b. Description & Locatlon of HW within Facl!llty (operating record) (265.73)

Adequafe]X' lnadequa‘fel !
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8, Groundwater Monltoring (Landf!!l, Land Treatment & Surface Impoundment)
a. Groundwater Monltorina Program or Alternate Monltorlng Proaram (265.90)
AdequafaL__L Inadequate
b. Groundwater Samp!ing & Analysls Plan (265,92)
AdoquaTeL__L lnadequaTeL__L N/A
c. Out!line of Groundwater Quallty Assessment Program (265.93)
Adequate L__L I nadequate
d. Groundwater Monltoring Results (265.94)
AdequaTeL__L | nadequate
o. (1f Appllcable) Documentatlion for Walver of Groundwater Monltoring (265,90)
AdequaTeL__L lnadequafe[__L
9. Unsaturated Zone (Zone of Aeratlon) Monltoring Plan (Land Treatment Fac!lity) (265.278)
2. Plan
Adequa'f'efj__ Inadequa'f'e'j
b. Monltoring Results -2 N/A
Adequafeu Inadequa‘re[:[
10. Closure _
a. Closure Plan (265,112)
Adequate - I nadequate
b. Closure Cost Estimate (265.142)
Adequafel_gg_ I nadequate
c. Flnanclal assurrance for facl!lty closure (265,143= by 7/13/781)
Adequafe‘_[' lnadequafe[_l_ N/A
11. Post-Closure (Dlsposal Facllity)
a. Post-Closure Plan (265.118)
Adequafel__l I nadequate
b. Post-Closure Cost Estlmate (265.144) N/A
) Adequafel__l Inadequafe[___L i
c. Flnanclal assurrance for post closure monltoring & malntenance (265,145=by 7/13/81)
AdequaTeL__l Inadequate
12.

Llabl! !ty Insurance (265.147 = by 7/13/81)
Adequate | nadequate EIY
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COMPANY NAME Norplex Division DATE OF INSPECTION _ 7-29-81 wof0 7 13 B lob Iglal
r TNSTRUCT ! ON
STORAGE FACILITIES SITE INSPECTION REPORT Answer and Explaln

13 (Contal ners)

as Necessarys

{ A, Condltlon _of Contalner (265.171)

Adequate EI I nadequate

8. Management of Contalners (265.173)

Adequate [-___[ I nadequate

! C. !nspectlons (265.174)

|
Adequate {j i nadequate

n, Speclal Requlrements_for lqnitable Waste (265.176)

SAdequa’fe CI I nadequate No‘f Required

‘ E. Speclal Requlrements for Incompatlble Waste (265.177)

\ {_—_:[Adequa're [:[ | nadequate No'f Required

!
1 F. Securlty

:i [I[Adequafe E[ | nadequate [:[Nof Required

E._ 6. Requlred Emergency Response Equipment

Adequate EI | nadequate lj Not Requlred

H, Contalnment (264.175)

E[ Adequate ‘z[ 1 nadequate

rl. Estimated Type and Number of Contalners
45 55-gallon drums

Je Label Ing/Marking on Contalners 262.31, 32,34

j\dequafe [__[ | nadequate




W6~ Jotp Ycwosr 1

iowa department of environmental quality

reply to:  Jerry L. Rattenborg - R.0. #1
phone: 319-927-2640
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July 31, 1981 ?

Chuck Englebert, Plant Manager
Norplex Division, UOP Inc.

Box 445

Postville, Iowa 52162

RE: Hazardous Waste Inspection
IAD - 073489288

Enclosed you will find a copy of the hazardous waste inspection
report completed by this office. It is believed the report is
self-explanatory. However, should you have any questions, do
not hesitate to write or call.

Since this is a relatively new program, the Central Office
of DEQ may have some additional comments to forward to you
upon their review of this report.

Sincerely yours,
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